
DEMOLITION NOTES:

SAWCUT LINE OR TO NEAREST JOINT

PAVEMENT, CURB, PLANTER, SIDEWALK AND GRAVEL REMOVAL

PAVEMENT, CURB, PLANTER, SIDEWALK TO BE SAVED

AC UNIT REMOVAL AND SALVAGE PER V.A. STANDARDS

RE: MEPD 101

DRAIN TO BE REMOVED

VALVES AND SPRINKLER VALVES RE: PD101, P101 AND P102. PD102

NOTES TO CAP THE LINE THAT SERVICES THESE INSIDE THE

BUILDING. REMOVE ELEMENTS OF IRRIGATION SYSTEM IN AREA OF

WORK.

LIGHTNING ROD AND SALVAGE PER V.A. STANDARDS

RE: ES102

ELECTRIC PULL BOX REMOVAL ED103

LIGHT POLE TO BE REMOVED AND SALVAGE PER V.A. STANDARDS

RE: ED103

EXISTING BUS STOP SHELTER AND BENCH TO BE REMOVED

EXISTING BENCH TO BE REMOVED

EXISTING UTILITY TO BE REMOVED

EXISTING UTILITY TO REMAIN

EXISTING FLAG POLE LIGHT TO BE REMOVED AND SALVAGE

PER V.A. STANDARDS

RE: ED103

EXISTING FLAG POLE LIGHT TO REMAIN

EXISTING FIRE HYDRANT TO BE REMOVED

EXISTING POST INDICATOR VALVE TO BE REMOVED

EXISTING CANOPY TO BE REMOVED IN PHASES AND

SALVAGE PER V.A. STANDARDS.

RE: G-202

NEW SIDEWALK RAMP IMPROVEMENTS TO BE CONSTRUCTED

TO ALLOW ACCESS TO PEDESTRIANS WITHIN 48 HOURS AFTER

START OF CONSTRUCTION

NEW MIN. 36" WIDE PERSONNEL CONSTRUCTION GATE

GENERAL NOTES:

ALL LANDSCAPING IN DEMOLITION AREA TO BE REMOVED.

LANDSCAPING OUTSIDE PLL TO BE SAVED AND PROTECTED.

FOR ELECTRICAL DEMOLITION REFER TO ED103

FOR PLUMBING DEMOLITION REFER TO PD102, AND PD103

FOR ARCHITECTURAL DEMOLITION REFER TO ARCHITECTURAL

FOR MECHANICAL DEMOLITION REFER TO MD102 AND MD103

ANY PAVEMENT, SIDEWALK, CURBS TO REMAIN THAT ARE DAMAGED

DURING CONSTRUCTION TO BE REPAIRED TO MATCH EXISTING.

EXISTING STATUE BENCHES TO BE REMOVED, SAVED AS DIRECTED

BY KCVA

EXISTING FOUNTAIN TO BE REMOVED, SAVED AS DIRECTED BY

KCVA PD102

ALL MEMORIAL PLAQUES TO BE SAVED AS DIRECTED BY KCVA

ALL BENCHES/TABLES TO BE REMOVED AND SAVED. AS DIRECTED

BY KCVA

FOR FIRE PROTECTION DEMOLITION REFER TO FX102

CONTRACTOR TO COORDINATE ALL UTILITY CUT-OFFS AND

RECONNECTS WITH CONSULTANT DESIGN TEAMS AND KCVA

PRIOR TO ANY UTILITY OR DEMOLITION TO ASSURE MINIMAL

DISRUPTION OF EFFECTED SERVICE.

SEE DETAIL CD102, 3 AND 4 FOR PHASING SIDEWALK CANOPY

 AND TEMPORARY DROP-OFF / PICK-UP TO BLDG. 26
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No. Description Date

CD101

NOTE:

SALVAGE REQUIREMENTS PER V.A. SPECIFICATION 01 74 19,

CONSTRUCTION WASTE MANAGEMENT:

DESIGN ALERT 125 CONSTRUCTION WASTE MANAGEMENT.
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N.T.S.

TEMPORARY 6' WIDE SIDEWALK DETAIL

1

BLDG. 26 CANOPY USE PLAN

3

TEMPORARY SIDEWALK COVER PLAN

4

NOTE:

1. TO BE CONSTRUCTED OF 2"X4" CCA LUMBER.

2. NAIL OR SCREWED.

3. TO BE CONSTRUCTED IN 6'X6' PALLETS FOR QUICK REMOVAL

AND REPLACEMENT AS REQUIRED DURING CONSTRUCTION.

4. SUBMIT SHOP DRAWINGS FOR APPROVAL.

EQ. EQ. EQ.

6.00'

EXISTING GRADE

2" COMPACTED AB-3

2"X 4" CCA (TYP.)

M
A

X
.
 
3

:
1

2"X4" CCA TYP.

MAX 1

USE UNTIL NEW CANOPY AND TEMPORARY SIDEWALK COVER ARE CONSTRUCTED

N.T.S.

TEMPORARY 6' WIDE SIDEWALK SECTION A-A

2

CD102

13

PERCENT



o
n
e
 
e
i
g
h
t
h
 
i
n
c
h
 
=
 
o
n
e
 
f
o
o
t

1
6

8
4

0

B

A

C

D

E

F

t
h
r
e
e
 
i
n
c
h
e
s
 
=
 
o
n
e
 
f
o
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
l
f
 
i
n
c
h
e
s
 
=
 
o
n
e
 
f
o
o
t

o
n
e
 
i
n
c
h
 
=
 
o
n
e
 
f
o
o
t

2
0

6
"

6
"

0
2

t
h
r
e
e
 
q
u
a
r
t
e
r
s
 
i
n
c
h
 
=
 
o
n
e
 
f
o
o
t

o
n
e
 
h
a
l
f
 
i
n
c
h
 
=
 
o
n
e
 
f
o
o
t

4
0

t
h
r
e
e
 
e
i
g
h
t
h
s
 
i
n
c
h
 
=
 
o
n
e
 
f
o
o
t

4
0

0
4

8

o
n
e
 
q
u
a
r
t
e
r
 
i
n
c
h
 
=
 
o
n
e
 
f
o
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

InSite Group, Inc.

1950 NW Copper Oaks Cr
Blue Springs, MO 64015

816.228.3377

STRUCTURAL

Leigh & O'Kane

9201 Ward Parkway, Suite 301
Kansas City, MO 64114

816.444.3144

CIVIL

SK Design Group, Inc.

4600 College Blvd, Suite 100
Overland Park, KS 66211

913.451.1818

FIRE PROTECTION & LIFE SAFETY

FSC, Inc.

9225 Indian Creek Pkwy, Ste 300
Overland Park, KS 66210

913.722.3473

ASBESTOS ABATEMENT

Terracon

13910 W 96th Terrace
Lenexa, KS 66215

913.492.7777

COMMISSIONING

Pro Balance, Inc.

5411 West 40 Highway
Blue Springs, MO 64015

816.228.7800

Wellner Architects, Inc.

802 Broadway Blvd, 4th Floor
Kansas City, MO 64105

816.221.0017

MECHANICAL, ELECTRICAL,
PLUMBING, TELECOM, SECURITY

9
/
1

1
/
2

0
1

5
 
5

:
0

3
:
0

6
 
P

M

RAB TGC
15 April 2016

188

No. Description Date

AREA OF DISTURBANCE = .85 ACRES

EROSION CONTROL PLAN - SEQUENCE OF EVENTS

1. INSTALL PERIMETER SILT FENCE AND TEMPORARY CONSTRUCTION

ENTRANCE

2. PROVIDE INLET PROTECTION FOR ALL EXISTING INLETS.

3. PERFORM CLEARING, GRUBBING AND ROUGH GRADING FOR BUILDING,

PAVEMENTS, AND SIDEWALKS.

4. INSTALL STORM DRAINAGE SYSTEM AND OTHER UTILITIES.

5. PROVIDE INLET PROTECTION FOR ALL NEW INLETS AND TEMPORARY SEEDING

FOR ALL GRASSED AREAS REMAINING DISTURBED FOR LONGER THAN 14

DAYS.

6. CONSTRUCT BUILDING, SIDEWALKS, AND PAVEMENTS AND PERFORM FINE

GRADING.

7. INSTALL PERMANENT EROSION CONTROL MEASURES AND STABILIZE.

8. REMOVE SEDIMENT BASINS AND INLET PROTECTION.

9. REMOVE PERIMETER SILT FENCE AND ALL OTHER REMAINING TEMPORARY

SEDIMENT CONTROLS.

NOTE:

TEMPORARY SEDIMENT CONTROLS SHALL BE PLACED AS NEEDED

DURING CONSTRUCTION AND SHALL REMAIN IN PLACE UNTIL

PERMANENT SEDIMENT CONTROLS HAVE BEEN CONSTRUCTED.

TEMPORARY SEEDING SHALL BE PERFORMED FOR GRASSED

AREAS REMAINING DISTURBED FOR LONGER THAN 14 DAYS.

C-101

DUST CONTROL:

DUST CONTROL PER V.A. SPEC. SECTION 01 57 19 TEMPORARY

ENVIRONMENTAL CONTROLS.

1.5 PROTECTION OF ENVIRONMENTAL RESOURCES.

E. PROTECTION OF AIR RESOURCES.



Not to Scale

GRAVEL AND WIRE MESH SEDIMENT TRAP

1

Not to Scale

TEMPORARY CONSTRUCTION ENTRANCE

2

Not to Scale

SEDIMENT FENCE

3
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C-111

Scale: 1"=5'

ENLARGED PLAN NO.  1

1

16
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C-131

CONTINUOUS WATER AND FIRE PROTECTION SERVICE NOTE:
CONTRACTOR TO SUBMIT TEMPORARY 10" WATER SERVICE, 10" FIRE
PROTECTION AND 6" FIRE DEPT. CONNECTION SERVICE PLAN TO
MAINTAIN SERVICE THROUGH OUT THE CONSTRUCTION PERIOD WITH
NO LOSS OF SERVICE. THE PLAN IS TO BE SUBMITTED BY THE
CONTRACTOR PRIOR TO CONSTRUCTION AND REVIEW BY VA AND
DESIGN ENGINEERS PRIOR TO CONSTRUCTION. REFER TO
SEQUENCING NOTES ON G-203, FX102, PD102, AND P-102.
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2'

±4"X12"X18" LIMESTONE

LARGE LIMESTONE (±4"X12"X18")

STACKED ON MIN. 4" AB-3 BASE

2'X2' NYLOPLAST INLET

TOP GRATE ELEV. PER PLAN AND

PROFILE

FLOW

Not to Scale

WEST SIDEWALK DRAINAGE DETAIL STRUCTURE

2

SECTION A-A

Not to Scale

LIMESTONE INLET DETAIL STRUCTURE

1

TYP. 4"

THICK MIN.

LIMESTONE

NYLOPLAST INLET

TOP GRATE ELEV.

PER PLAN AND PROFILE

NOTE:

1. LIMESTONE TO BE MIN. 4" THICK.

2. LIMESTONE TO BE MIN. 4"X12"X18" OR LONGER.

3. BASE OF LIMESTONE AT GRADE TO BE PLACED ON LEVEL 4" MIN.

COMPACTED AB-3 OR MODOT TYPE 5.

4. TYPE AND PLACEMENT OF LIMESTONE TO BE COORDINATED WITH

ENGINEER

A
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1/2" PREMOLDED EXPANSION

JOINT WITH SEALANT

NO. 4-6"DOWEL HALF

WRAPPED IN TAR

PAPER 18" O.C.

COMPACTED

SUBGRADE

2.00

6"

1"- 2" CRUSHED ROCK  (OPTIONAL
AT CONTRACTOR'S EXPENSE)

Not to Scale

SIDEWALK SECTION AT CG-1 CURBS

4

Not to Scale

CURB DETAILS

5

COMPACTED SUBGRADE

SEE SPECIFICATIONS

4" ASPHALTIC CONC. BASE COURSE

(APWA TYPE 1-01)

2" ASPHALTIC CONC. SURFACE

COURSE (APWA TYPE 3-01)

6" AB-3 STONE BASE

SUBGRADE SEE SPECIFICATIONS

A

Not to Scale

ASPHALT PAVEMENT DETAIL

9

Not to Scale

SIDEWALK SECTION AT FLUSH CURB DETAIL

10

Not to Scale

STRAIGHT BACK CURB AND GUTTER (TYPE CG-1)

a

Not to Scale

STRAIGHT BACK CURB AND GUTTER (TYPE CG-1) DRY

b
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GENERAL NOTES:

1.

1

2

" EXPANSION JOINTS WITH 2' DOWELS SHALL BE PLACED AT RADIUS POINTS AND AT

150' INTERVALS.  THESE DOWELS SHALL BE GREASED AND WRAPPED ON ONE END

WITH EXPANSION TUBES.

2. 1” DEEP CONTRACTION JOINTS SHALL BE INSTALLED AT APPROXIMATELY 10'

INTERVALS.  THESE JOINTS SHALL PASS ACROSS THE ENTIRE CURB SECTION.

3. FIX DOWELS WITH BAR SUPPORTS.

4. CONCRETE SHALL CONFORM TO SPECIFICATIONS.

5. USE 

5

8

" Ø x 2' SMOOTH DOWELS AT LOCATIONS SHOWN ON EACH TYPICAL SECTION.

6. DEPTH OF CURB SHALL BE A MINIMUM OF 8” THRU THE HANDICAP ACCESS RAMP.

7. IN TRANSITIONS, WATER SHALL FLOW FROM THE GUTTER OF TYPE "CG-1" CURB TO

THE LIP OF TYPE "CG-DRY" CURB AT 0.5 PERCENT MIN. SLOPE.

Not to Scale

FLUSH CURB DETAIL

c

8" 8"4"

3-NO.4

Bars

2'-0"
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8
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12"

12"

NOTE:

ALL CONCRETE SHALL BE

PER SPECIFICATIONS

NOTE:

ALL RISERS TO BE UNIFORM HEIGHT, WITH

TYPICAL (5) RISER. FIRST OR LAST RISER MAY

HAVE A VARIABLE HEIGHT TO MATCH ADJACENT

FINAL GRADES. SEE SHEET C102 FOR ELEVATIONS.
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3 THIS SHEET

PAV'T

TYP.

8"8"

Not to Scale

5" CONCRETE STAIR SECTION

7

FINISH GRADE

EXPANSION JOINT (TYP.)

1/2" NON-EXTRUDING FILLER

4.   WHERE SIDEWALK ABUTS BLDG. AT DOORS, DRILL FOUNDATION

     TO ACCEPT 5/8"ØX12" LONG DOWELS AT18" O.C.. SEE

     STRUCTURAL FOR FOUNDATION DETAIL. FOR EXISTING

     FOUNDATIONS, EMBED 6" MIN., DRILL AND GROUT AS NECESSARY.

3.   KEY ALL CONSTRUCTION JOINTS.

2.   1/4" X 1" CONTRACTION JOINTS SHALL BE PLACED AS

    SHOWN ON THE DRAWINGS OR AT DISTANCE NOT EXCEEDING

    THE WIDTH OF THE SIDEWALK IF NOT SHOWN.

1.   1/2" PRE-MOULDED EXPANSION JOINTS SHALL BE PLACED AT 150'

    CENTERS OR WHEN ABUTTING EXISTING CONCRETE.

5/8"ØX 12" DOWEL

AT 18" O.C. AT

DOORS

SEE STANDARD

SIDEWALK FOR

SUBGRADE

REQUIREMENTS

DRILL AND GROUT

AS NECESSARY

BUILDING LINE

FINISH GRADE TYP. TOP OF SOD MAT TO

MATCH SIDEWALK TO ENSURE PROPER

DRAINAGE   ACROSS SIDEWALK

6" SUB GRADE COMPACTION  95 PERCENT

STD. MAX. DENSITY

FINISH GRADE TYP. TOP OF SOD MAT TO

MATCH SIDEWALK TO ENSURE PROPER

DRAINAGE   ACROSS SIDEWALK

4
"
 
M

I
N

.

2 PERCENT MAX.

MIN.

 SECTION

 STANDARD SIDEWALK

MIN.

6"

8"4"

4
"

4
"

1/8"

MIN. DEPTH

2 PERCENT SLOPE

"T"

1/2"

JOINT SEALER

NOT TO SCALE

TYPE  B

EXPANSION JOINT

1/4" R

JOINT DETAILS

1/4" R

SIDEWALK NOTES:

4
"

4
"

6"

5.   ALL CONCRETE CONTROL JOINTS SHALL BE TOOLED

TOOLED CONTROL

JOINT

TYPE A

4" THICK 3/4" CLEAN CRUSHED ROCK

Not to Scale

SIDEWALK DETAIL

8

1'-0"

3
'
-
0
"

1
'
-
2
"

1 TREAD

DEPTH MIN.

1
'
-
2
"

3
'
-
0
"

3
'
-
0
"

5'-0" MAX.

C/C SPACING

5"

2

"

5"

5"

8
"

HANDRAIL POSTS TO BE

INSTALLED IN EXTENDED

CHEEK WALLS ON EACH

SIDE OF STAIRWAY.

PROVIDE FOOTING

AT TOP RISER

NO. 4 REBAR 12" OC

EACH WAY (TYP)

POSTS AND HANDRAILS:

POSTS AND HANDRAIL TO BE 1 

1

2

" DIA. SCHEDULE 40 WELDED

STEEL PIPE RAILING ALL METAL CONNECTIONS WELDED.

GRIND SMOOTH AND PROVIDE RUST INHIBITOR PRIMER

COAT.  PROVIDE SHOP FINISH OF TWO COATS OF MEDIUM

BRONZE EXTERIOR ENAMEL OVER PRIMER.  ALL FASTENING

DEVICES TO BE MEDIUM BRONZE.  TOUCH UP AFTER

INSTALLATION AS NECESSARY. FINAL COLOR TO BE

SELECTED BY ARCHITECT.

SURFACE TEXTURE OF ALL CONCRETE SURFACES:

MAGNESIUM FLOAT WITH LIGHT BROOM FINISH.  TREAT

CONCRETE WITH WHITE CURING COMPOUND PER SPEC.

1

2

" EXPANSION JOINT

CONTINUOUS FOOTING WALL.

TO SUPPORT CHEEK WALL

FOOTING MUST ALWAYS REST

ON UNDISTURBED EARTH.

CONCRETE LANDING

MATCH EXISTING WALK

ROUNDED END

AS REQUIRED BY

ADA STANDARDS

MICRO-FIBER REINFORCED 4000

PSI CONCRETE 6 PERCENT AIR

ENTRAINED PORTLAND CEMENT

1'-1" 8"

CONCRETE LANDING

MATCH EXISTING

WALK

NO. 4-9" MIN DOWEL.

HALF PAINTED WITH

FORM RELEASE

GREASE.  PLACE 24" OC.

4
"

4
"

CONCRETE CHEEK WALL BOTH SIDES

OF STAIR (TYP. SHOWN BEYOND)

SEE STRUCTURAL SHEET A/S200 FOR

REINFORCING (TYP.)

Not to Scale

NYLOPLAST 2 FT X 2 FT CURB INLET STANDARD GRATE ASSEMBLY

6

DO NOT POLLUTE   DRAINS TO WATERWAYS

NYLOPLAST       DUCTILE IRON

20.88

TOP OF BASE PLATE TO TOP OF DRAIN BASIN

12BASEG:  2.82

15BASEG:  2.82

18BASEG:  2.82

24BASEG:  2.82

30BASEG:  .38

18.50

24.25

27.25

24.25

27.25

6.87

8.73 HIGHEST HOOD SETTING

4.73 LOWEST

HOOD SETTING

5.75

DO NOT POLLUTE   DRAINS TO WATERWAYS

NYLOPLAST       DUCTILE IRON

22.88

16.88

22 X SLOT Ø 1.00 THRU

2' X 2' CURB INLET
STANDARD GRATE
3099CGSQ

2' X 2' CURB INLET
FRAME AND HOOD
3099CGSQFH

*WEIGHT DOES NOT INCLUDE

 DUCTILE IRON BASE PLATE

     12BASEG:  APPROX. 109.00 LBS

     15BASEG:  APPROX. 98.00 LBS

     18BASEG:  APPROX. 85.00 LBS

     24BASEG:  APPROX. 93.00 LBS

     30BASEG:  APPROX. 82.00 LBS

3099CGSQ AND
3099CGSQFH

APPROX. GRATE DRAIN AREA = 146.18 SQ IN
*APPROX. WEIGHT WITH FRAME AND HOOD  = 287.00 LBS

ALL DIMENSIONS IN INCHES UNLESS NOTED

OTHERWISE

GRATE MEETS H-20 LOAD RATING

QUALITY:   MATERIALS SHALL CONFORM TO ASTM

A536 GRADE 70-50-05

PAINT:  CASTINGS ARE FURNISHED WITH A BLACK

PAINT

LOCKING DEVICE AVAILABLE UPON REQUEST SEE

DRAWING NO. 7002-110-053

SLOPE OF GRATE SURFACE IS 5.2PERCENT

CURB INLET FRAME INSIDE VOLUME IS APPROX

1.76 CU FT

APPROX. DRAIN AREA OF GRATE AND HOOD

      LOWEST SETTING = 227.37 SQ IN

      LOWEST + 1"  SETTING = 248.25 SQ IN

      LOWEST + 2"  SETTING = 269.12 SQ IN

      LOWEST + 3"  SETTING = 290.00 SQ IN

      HIGHEST SETTING = 310.87 SQ IN

NYLOPLAST
DO NOT POLLUTE

DRAINS TO
WATERWAYS

ADJUSTMENT SLOTS

2.50

2.50

2
"

24" SQUARE X 8" THICK CONCRETE

PAD AT CLEANOUT TYP.(NOT

REQUIRED IN SIDEWALK ZONE)

4" HDPE

6" / 10"

VALVE BOX COVER

MARKED "DRAIN"

CLAY AND BAILEY NO.

2194  OR EQUIVALENT

CLEAN OUT BOX IS

INDEPENDENT OF PIPE

AND THEREFORE IS FREE

TO MOVE WITH THE

SETTLEMENT OF THE

GRADE. SEE SHEET P103

FOR BUILDING

CONNECTION

WYE

FLOW

Not to Scale

DOWNSPOUT CONNECTION DETAIL 

3

Not to Scale

IN-LINE  CLEANOUT DETAIL 

11

BUILDING

LINE

12"

STRUCTURE A2, B2, C1 AND D1

STRUCTURES A2, B2, C1 AND D1 STRUCTURES A2, B2, C1 AND D1

4" PVC

D.S.

2
'
-
6
"
 
M

I
N

.

POST

45° PVC

BEND

FOUNDATION

45° PVC

BEND

DOWNSPOUT BOOT

JAY R.  SMITH

5X4 RECTANGULAR

MODEL (1786 SERIES)

2 PERCENT

MIN. SLOPE
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Not to Scale

MANHOLE DETAILS

1

Not to Scale

MANHOLE RING AND COVER DETAILS

2

Not to Scale

MANHOLE DETAILS

3

Not to Scale

MANHOLE CAST IN PLACE DETAILS

4
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C-502



18"Ø

3
'
-
3

"

3"

3
'
-
0

"

P.C.C.

FILL WITH CONCRETE & DOME THE TOP

NOTES :

1. VERSA LOK MODULAR BLOCK WALL OR APPROVED EQUAL SUPPLIER

SHALL SUBMIT ALL CERTIFICATIONS PER MODOT SPECIFICATIONS,

INCLUDING BUT NOT LIMITED TO BACKFILL, GRIDS, BLOCKS,

ABSORPTION, FILTER FABRIC, AND CONCRETE.  WALLS WITHOUT THESE

CERTIFICATIONS WILL NOT BE ACCEPTED.

2. TOP CAP TO LOCATED AT BACK OF CURB.

3.  CONTRACTOR SHALL CONSTRUCT WALL SO THAT THE BACK TOP OF

WALL IS AT THE LOCATION AND COORDINATES AS INDICATED ON THE

PLAN SHEETS.

4. WALL BLOCK SHALL BE INTEGRAL COLOR. CONTRACTOR SHALL SUBMIT

COLOR SAMPLE TO OWNERS REPRESENTATIVE FOR APPROVAL.

5. ALL VISIBLE WALL SURFACES SHALL HAVE AN ATTRACTIVE TEXTURED

FACE MATCHING THE FRONT FACE OF THE WALL.

6. SEE SHEET C-111 FOR RETAINING WALL LAYOUTS AND ELEVATIONS.

 

 

 

 

 

 

 

 

3
'

T
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P
.

V
A

R
I
E

S

VARIES

TYPE 2 BOLLARD SEE

DETAIL #5 THIS SHEET

CAP

TOP OF CURB

4" CONCRETE BACK FILL

BETWEEN NEW RETAINING WALL

AT NEW BACK OF CURB. SLOPE

TOP TO PROPERLY DRAIN.

8"ØX7' GALVANIZED STEEL PIPE WITH 

1

4

" LOW

DENSITY POLYETHYLENE THERMOPLASTIC BOLLARD

COVER BY IDEAL SHIELD OR APPROVED EQUAL

IDEALSHIELD.COM

(877) 325-0769

SURFACE OF SLEEVE TO BE SMOOTH WITH ROUND

BROWN COLOR.

SIDEWALK SURFACE

P.C.C. FOOTING TO BE CONTINUOUS

8"ØX6' GALVANIZED STEEL PIPE WITH 

1

4

" LOW DENSITY

POLYETHYLENE THERMOPLASTIC BOLLARD COVER BY

IDEAL SHIELD OR APPROVED EQUAL

IDEALSHIELD.COM

(877) 325-0769

SURFACE OF SLEEVE TO BE SMOOTH WITH ROUND BROWN

COLOR.

1

2

" EXPANSION JOINT

FINISH GRADE LINE

TOP OF CURB

 

 

 

 

 

 

 

 

INSTALL CRUSHED

AGGREGATE LEVELING BASE

FOR WALL

SEE NOTE 2

4
.
0

0
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E
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S

E
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I
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N

2'

3
.
0

0

NOTE:

TYPE I BOLLARDS ARE LOCATED AT EAST,

NON CANOPY, DRIVEWAY DROP-OFF ZONE.

CONSTRUCT BOLLARDS AT 4.75' O.C. MAX.

3 #5 LONGITUDINAL WITH NO. 5 AT 12" O.C.
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Not to Scale

TYPICAL MODULAR BLOCK WALL AT FLAG POLE ISLAND

3

Scale: 1"=5'

ENLARGED DETAIL AREA  1

1

Scale: 1"=5'

ENLARGED DETAIL AREA 2

2

C-503

Not to Scale

TYPICAL TYPE 2 BOLLARD DETAIL (4 REQ.)

5

3 1/4"

1 1/2"

1 1/2"

6" FLUME CURB

 FLUME SIDEWALK

Not to Scale

SIDEWALK PLATE AT FLUME DETAIL

8

NOTES:

1. PLATE: 1/2"  SlipNOT STAINLESS STEEL PLATE.

2. CONTRACTOR TO COORDINATE WITH MANUFACTURE

SIZE, SLOPE, ANCHOR COUNTER SINK TYPE AND

LOCATION.

3. PLATE, FLAT HEAD ANCHOR SCREW AND PLATE TO BE

FLUSH WITH NEW SIDEWALK.

4. 1/4" GALVANIZED COUNTER SINK FLAT HEAD ANCHOR

SCREW. MIN. 3" IMBED, MIN 18" O.C. CONTRACTOR TO

COORDINATE ANCHOR AND COUNTER SINK CHAMFER

ANGLE WITH SlipNOT PRIOR TO MANUFACTURING

SIDEWALK PLATE.

5. SEE SECTIONS A-A & B-B THIS SHEET.

FLUSH CONDITION

SlipNOT SIDEWALK PLATE

SlipNOT 2545 BEAUFAIT ST

DETROIT, MI 48207

1(800) 754-7668

Slipnot.com

SlipNot PLATE

1

2

" EXPANSION JOINT

18"

6" 6"6"

1

2

" EXPANSION

JOINT

SAW CUT LINE

SAW CUT LINE

1

2

" EXPANSION

JOINT

4" MIN.

4" MIN.

Not to Scale

SECTION A - A

6

Not to Scale

SECTION B - B

7

1

2

" R

6"

6"

5.5'± 2.00'

1 PERCENT MIN.

FLOW LINE OF NEW

FLUME TO MATCH

EXIST. GUTTER ELEV.

NEW FLUME TO MATCH

EXIST. SIDEWALK

STOP SIDEWALK PLATE 

1

2

" FROM

DOWN SPOUT

Not to Scale

TYPICAL TYPE 1 BOLLARD DETAIL (32 REQ.)

4

4" THICK 3/4" CLEAN

CRUSHED ROCK

6" SUB GRADE COMPACTION  95

PERCENT STD. MAX. DENSITY

B
L

D
G

.
 
2

6

B
A

C
K

 
 
O

F

C
U

R
B

RECONSTRUCT

CURB /  FLUME

TO MATCH EXIST.

SIDEWALK FLUME

SIDEWALK FLUME
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24

REVIEW DEDUCT DESCRIPTIONS ON G-004

IN CONJUNCTION WITH PLANS,

ELEVATIONS, SECTIONS AND DETAILS.

DEDUCTS ARE DESCRIBED IN WORDS,

VIGNETTE SKETCHES, NOTES AND

DRAWINGS THROUGHOUT THE SET.

HOWEVER, DETAILS FOR EACH ALL

ASPECTS OF EACH DEDUCT ARE NOT

INCLUDED. IT IS BIDDER'S RESPONSIBILITY

TO UNDERSTAND THE SCOPE OF EACH

DEDUCT AND TO ALLOW FOR ALL

COMPONENTS AFFECTED TO PROVIDE A

COMPLETE ASSEMBLY OR OPERATING

SYSTEM. QUESTIONS ON ALTERNATES ARE

TO BE RAISED DURING BIDDING.
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